which could result in potential offsite exposures comparable to those referred

to in §50.34(a)(1), §50.67(b)(2), or §100.11

of this chapter, as applicable.

(2) All nonsafety-related systems,

structures, and components whose fail-

ure could prevent satisfactory accom-

plishment of any of the functions identi-

fied in paragraphs (a)(1) (i), (ii), or

(iii) of this section.

(3) All systems, structures, and com-

ponents relied on in safety analyses or

plant evaluations to perform a function

that demonstrates compliance with the

Commission’s regulations for fire pro-

tection (10 CFR 50.48), environmental

qualification (10 CFR 50.49), pressurized

thermal shock (10 CFR 50.61), anticipa-

ted transients without scram (10

CFR 50.62), and station blackout (10

CFR 50.63).

(b) The intended functions that these

systems, structures, and components

must be shown to fulfill in §54.21 are

those functions that are the bases for

including them within the scope of li-

cense renewal as specified in para-

graphs (a) (1)–(3) of this section.

§ 54.11 Public inspection of applica-

tions.

Applications and documents sub-

mitted to the Commission in connec-

tion with renewal applications may be

made available for public inspection in

accordance with the provisions of the

regulations contained in 10 CFR part 2.

§ 54.13 Completeness and accuracy of

information.

(a) Information provided to the Com-

mission by an applicant for a renewed

license or information required by stat-

ute or by the Commission’s regula-

tions, orders, or license conditions to

be maintained by the applicant must

be complete and accurate in all mate-

rial respects.

(b) Each applicant shall notify the

Commission of information identified

by the applicant as having, for the reg-

ulated activity, a significant implica-

tion for public health and safety or

common defense and security. An ap-

plicant violates this paragraph only if

the applicant fails to notify the Com-

mission of information that the appli-

cant has identified as having a signifi-

cant implication for public health and

safety or common defense and security.

Notification must be provided to the

Administrator of the appropriate re-

gional office within 2 working days of

identifying the information. This re-

quirement is not applicable to informa-

tion that is already required to be pro-

vided to the Commission by other re-

porting or updating requirements.

§ 54.15 Specific exemptions.

Exemptions from the requirements of

this part may be granted by the Com-

mission in accordance with 10 CFR

50.12.