§ 127.003 Incorporation by reference.

(a) Certain material is incorporated by reference into this part with the approval of the Director of the Federal Register in accordance with 5 U.S.C. 552(a) and 1 CFR part 51. To enforce any edition other than that specified in paragraph (b) of this section, the Coast Guard must publish notice of change in the Federal Register and make the material available to the public. All approved material is available for inspection at the U.S. Coast Guard, (CG–543), 2100 2nd St., SW., Stop 7581, Washington, DC 20593–7581, and at the National Archives and Records Administration (NARA). For information on the availability of this material at NARA, call 202–741–6030, or go to: http://www.archives.gov/federal_register/code_of_federal_regulations/ibr_locations.html. All approved material is available from the sources indicated in paragraph (b) of this section.

(b) The material approved for incorporation by reference in this part, and the sections affected, are:

THE AMERICAN NATIONAL STANDARDS INSTITUTE (ANSI)
1430 Broadway, New York, NY 10018:
ANSI B16.5, Pipe Flanges and Flanged Fittings 1988, including 1992 Addenda and Errata ......................................................... 127.1102
ANSI S12.13, Part I, Performance Requirements, Combustible Gas Detectors, 1986 .............................................................. 127.1203

AMERICAN PETROLEUM INSTITUTE (API)
1220 L Street NW., Washington, DC 20005:
API RP 2003, Protection Against Ignitions Arising Out of Static, Lightning and Stray Currents, 1991 ......................................................... 127.1101

AMERICAN SOCIETY OF MECHANICAL ENGINEERS (ASME)
Three Park Avenue, New York, NY 10016–5990:

AMERICAN SOCIETY FOR TESTING AND MATERIALS (ASTM)
100 Barr Harbor Drive, West Conshohocken, PA 19428–2959.

NATIONAL FIRE PROTECTION ASSOCIATION (NFPA)
1 Batterymarch Park, Quincy, MA 02269:
NFPA 10, Portland Fire Extinguishers, 1994 ........................................ 127.603; 127.1503
NFPA 30, Flammable and Combustible Liquids Code, 1993 ................. 127.313; 127.1313
NFPA 51B, Fire Prevention in Use of Cutting and Welding Processes, 1994 .... 127.405; 127.1405
NFPA 59A, Production, Storage, and Handling of Liquefied Natural Gas (LNG), 1994 ................................................................. 127.101; 127.201; 127.405; 127.603
NFPA 70, National Electrical Code, 1993 ................................................ 127.107; 127.201; 127.1107