Mine Safety and Health Admin., Labor

§ 57.4460 Storage of flammable liquids underground.

(a) Flammable liquids shall not be stored underground, except—
   (1) Small quantities stored in tightly closed cabinets away from any heat source. The small quantities shall be

FLAMMABLE AND COMBUSTIBLE LIQUIDS AND GASES

§ 57.4400 Use restrictions.

(a) Flammable liquids shall not be used for cleaning.

(b) Solvents shall not be used near an open flame or other ignition source, near any source of heat, or in an atmosphere that can elevate the temperature of the solvent above the flash point.

§ 57.4401 Storage tank foundations.

Fixed, unburied, flammable or combustible liquid storage tanks shall be securely mounted on firm foundations. Piping shall be provided with flexible connections or other special fittings where necessary to prevent leaks caused by tanks settling.

§ 57.4402 Safety can use.

Small quantities of flammable liquids drawn from storage shall be kept in safety cans labeled to indicate the contents.

§ 57.4430 Surface storage facilities.

The requirements of this standard apply to surface areas only.

(a) Storage tanks for flammable or combustible liquids shall be—
   (1) Capable of withstanding working pressures and stresses and compatible with the type of liquid stored;
   (2) Maintained in a manner that prevents leakage;
   (3) Isolated or separated from ignition sources to prevent fire or explosion; and
   (4) Vented or otherwise constructed to prevent development of pressure or vacuum as a result of filling, emptying, or atmospheric temperature changes.

§ 57.4431 Surface storage restrictions.

(a) On the surface, no unburied flammable or combustible liquids or flammable gases shall be stored within 100 feet of the following:
   (1) Mine openings or structures attached to mine openings.
   (2) Fan installations for underground ventilation.
   (3) Hoist houses.

(b) Under this standard, the following may be present in the hoist house in quantities necessary for the day-to-day maintenance of the hoist machinery:
   (1) Flammable liquids in safety cans or in other containers placed in tightly closed cabinets. The safety cans and cabinets shall be kept away from any heat source, and each cabinet shall be labeled “flammables.”
   (2) Combustible liquids in closed containers. The containers shall be kept away from any heat source and the hoist operator’s work station.

§ 57.4460 Storage of flammable liquids underground.

(a) Flammable liquids shall not be stored underground, except—
   (1) Small quantities stored in tightly closed cabinets away from any heat source. The small quantities shall be

359