that may or may not be connected with the central alarm panel; and
(3) Independent fire walls are constructed and installed so as to be of size and orientation sufficient to protect the exterior surfaces of the spaces or modules from extreme radiant heat flux levels, and provide the A–60 standard defined in 46 CFR 108.131(b)(2).


§ 149.670  What are the requirements for marking a general alarm system?
Each of the following must be marked with the words “General Alarm” in yellow letters at least 1 inch high on a red background:
(a) Each general alarm box; and
(b) Each audio or visual device described under §149.665 of this part for signaling the general alarm.


§ 149.675  What are the requirements for the public address system?
(a) For a manned deepwater port, each pumping platform complex must have a public address system operable from two locations on the complex.