provide an opportunity for the State and its architects to discuss requirements for a grant with VA officials.


§ 59.124 Inspections, audits, and reports.
(a) A State will allow VA inspectors and auditors to conduct inspections and audits as necessary to ensure compliance with the provisions of this part. The State will provide evidence that it has met its responsibility under the Single Audit Act of 1984 (see part 41 of this chapter) and submit that evidence to VA.

(b) A State will make such reports in such form and containing such information as the Chief Consultant, Geriatrics and Extended Care, may from time to time reasonably require and give the Chief Consultant, Geriatrics and Extended Care, upon demand, access to the records upon which such information is based.


§ 59.130 General requirements for all State home facilities.
As a condition for receiving a grant and grant funds under this part, States must comply with the requirements of this section.

(a) The physical environment of a State home must be designed, constructed, equipped, and maintained to protect the health and safety of participants, personnel and the public.

(b) A State home must meet the general conditions of the American Institute of Architects, or other general conditions required by the State, for awarding contracts for State home grant projects. Facilities must meet all Federal, State, and local requirements, including the Uniform Federal Accessibility Standards (UFAS) (24 CFR part 40, appendix A), during the design and construction of projects subject to this part. If the State or local requirements are different from the Federal requirements, compliance with the most stringent provisions is required. A State must design and construct the project to provide sufficient space and equipment in dining, health services, recreation, and program areas to enable staff to provide residents with needed services as required by this part and as identified in each resident’s plan of care.

(c) State homes should be planned to approximate the home atmosphere as closely as possible. The interior and exterior should provide an attractive and home-like environment for elderly residents. The site will be located in a safe, secure, residential-type area that is accessible to acute medical care facilities, community activities and amenities, and transportation facilities typical of the area.

(d)(1) State homes must meet the applicable provisions of the National Fire Protection Association’s NFPA 101, Life Safety Code (2009 edition), except that the NFPA requirement in paragraph 19.3.5.1 for all buildings containing nursing homes to have an automatic sprinkler system is not applicable until February 24, 2016 for “existing buildings” with nursing home facilities as of June 25, 2001 (paragraph 3.3.32.5 in the NFPA 101 defines an “existing building” as “[a] building erected or officially authorized prior to the effective date of the adoption of this edition of the Code by the agency or jurisdiction”), and the NFPA 99, Standard for Health Care Facilities (2005 edition). Incorporation by reference of these materials was approved by the Director of the Federal Register in accordance with 5 U.S.C. 552(a) and 1 CFR part 51. These materials, incorporated by reference, are available for inspection at the Department of Veterans Affairs, Office of Regulation Policy and Management (02REG), Room 1068, 810 Vermont Avenue, NW, Washington, DC 20420 or at the National Archives and Records Administration (NARA). For information on the availability of this material at NARA, call 202-741-6030, or go to: http://www.archives.gov/federal_register/code_of_federal_regulations/ibr_locations.html. Copies may be obtained from the National Fire Protection Association, 1 Batterymarch Park, P.O. Box 9101, Quincy, MA 02269-9101. (For ordering information, call toll free 1-800-344-3555.)

(2) Facilities must also meet the State and local fire codes.
§ 59.140 Nursing home care requirements.

As a condition for receiving a grant and grant funds for a nursing home facility under this part, States must comply with the requirements of this section.

(a) Resident rooms must be designed and equipped for adequate nursing care, comfort, and privacy of residents. Resident rooms must:

1. Accommodate no more than four residents;
2. Have direct access to an exit corridor;
3. Have at least one window to the outside;
4. Be equipped with, or located near, toilet and bathing facilities (VA recommends that public toilet facilities also be located near the residents dining and recreational areas);
5. Be at or above grade level;
6. Be designed or equipped to ensure full visual privacy for each resident;
7. Except in private rooms, each bed must have ceiling suspended curtains that extend around the bed to provide total visual privacy in combination with adjacent walls and curtains;
8. Have a separate bed for each resident of proper size and height for the safety of the resident;
9. Have a clean, comfortable mattress;
10. Have bedding appropriate to the weather and climate;
11. Have functional furniture appropriate to the resident’s needs, and
12. Have individual closet space with clothes racks and shelves accessible to the resident.

(b) Unless determined by VA as necessary to accommodate an increased quality of care for patients, a nursing home project may propose a deviation of no more than 10 percent (more or less) from the following net square footage for the State to be eligible for a grant of 65 percent of the total estimated cost of the project. If the project proposes building more than the following net square footage and VA makes a determination that it is not needed, the cost of the additional net square footage will not be included in the estimated total cost of construction.

Table to Paragraph (b)—Nursing Home

<table>
<thead>
<tr>
<th>Support facilities [allowable square feet (or metric equivalent) per facility for VA participation]</th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>Administrator</td>
<td>200</td>
</tr>
<tr>
<td>Assistant administrator</td>
<td>150</td>
</tr>
</tbody>
</table>
